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R/W=1. ROUND DUCT SIMILAR TO RECTNGULAR

RECTANGULAR TO RECTANGULAR OR ROUND TO
ROUND DUCT TRANSFORMATION MAXIMUM 15°
INCLUDED ANGLE EXCEPT WHERE SHOWN OTHERWISE

RECTANGULAR TO ROUND DUCT TRANSFORMATION

BRANCH DUCT SPLIT WITH 6" WIDTH AND MIN.
R=WIDTH OF BRANCH DUCT DOWNSTREAM. ELBOW
TURNING VANE OPTIONAL

TAP ENTRY AREA EQUALS 150% OF BRANCH AREA
MANUAL VOLUME DAMPER

FIRE DAMPER IN DUCT W/ACCESS PANEL REQD.

MECHANICAL SYMBOL LEGEND
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POSITIVE PRESSURE DUCT ~ RISE

POSITIVE PRESSURE DUCT — DROP

NEGATIVE PRESSURE DUCT - RISE

NECATIVE PRESSURE DUCT - DROP

ROUND DUCT - RISE

ROUND DUCT - DROP

DUCT TURNING VANES
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SUPPLY DIFFUSER - 4-WAY
BLOW PATTERN
SUPPLY DIFFUSER - 3-WAY
BLOW PATTERN
SUPPLY DIFFUSER — 2-WAY
BLOW PATTERN
SUPPLY DIFFUSER - 2-WAY
BLOW PATTERN
SUPPLY DIFFUSER — 1—-WAY

BLOW PATTERN

SUPPLY DIFFUSER W/
FD — FIRE DAMPER
FSD — FIRE SMOKE DAMPER

EQUIPMENT IDENTIFICATION

EXAMPLE ©
RIU — ACRONYM USED FOR A PIECE OF EQUIPMENT.
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- CONSULTING GROUP INC

- architects engineers plonners
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